
Inspection Date12/16/21Establishment NameCapital View Spa

Score96Address [addressLine1]1015 Nelson Merry St Inspector (Staff)Robert Krisle Establishment 690241601
Address [addressLine2]

Address [city]Nashville AddTN Addre37203 Type (not Food)D PurposeRoutine Other Type

Permitee

Quality 
Quality 
Quality 7.4
Quality 
Quality 100

Inspection Date12/16/2021 Time In12:25 PM Time Out12:40 PM



Establishment NameCapital View Spa

Establishment Number690241601

# of 2

Type OUT6: Flow rate indicator not working.
22: Chlorine too low at <0.5 ppm. Trace amount detected.

CommentsFlow rate: ~150 gpm



Establishment NameCapital View Spa
Establishment Number690241601

Source1Source Type1
Source2Source Type2

Source Type3 Source3
Source Type4 Source4

Source Type5 Source5



Inspection Date12/16/2021




