
Inspection Date06/26/23Establishment NameMARGARITAVILLE NASHVILLE HOTEL POOL

Score88Address [addressLine1]425 Rep. John Lewis Way S Inspector (Staff) Establishment 690241806
Address [addressLine2]

Address [city]Nashville AddTN Addre37203 Type (not Food)B PurposeRoutine Other Type

Permitee

Quality 1
Quality 
Quality 
Quality 
Quality 

Inspection Date06/26/2023 Time In02:30 PM Time Out03:05 PM



Establishment NameMARGARITAVILLE NASHVILLE HOTEL POOL

Establishment Number690241806

# of 4

Type OUT6: Flow rate indicator stuck 
*16: Ring buoy missing lemon at end of retrieval line.
20: The pH is less than 6.8
*24: Pool is very turbid

CommentsCyn = <25ppm



Establishment NameMARGARITAVILLE NASHVILLE HOTEL POOL
Establishment Number690241806

Source1Source Type1
Source2Source Type2

Source Type3 Source3
Source Type4 Source4

Source Type5 Source5



Inspection Date06/26/2023




