
Inspection Date11/16/23Establishment NameJewish Community Center - baby indoor pool

Score98Address [addressLine1]801 Percy Warner Blvd Inspector (Staff)Tommy Eubanks Establishment 690074640
Address [addressLine2]

Address [city]Nashville AddTN Addre37205 Type (not Food)C PurposeRoutine Other Type

Permitee

Quality 3
Quality 
Quality 7.4
Quality 
Quality 86

Inspection Date11/16/2023 Time In11:50 AM Time Out12:00 PM



Establishment NameJewish Community Center - baby indoor pool

Establishment Number690074640

# of 1

Type OUT6: One directional flow fitting is missing.  Sand on the interior surface of the pool.  The flow rate indicator is stuck.

CommentsFRI = ?



Establishment NameJewish Community Center - baby indoor pool
Establishment Number690074640

Source1Source Type1
Source2Source Type2

Source Type3 Source3
Source Type4 Source4

Source Type5 Source5



Inspection Date11/16/2023




